CONCRETE SUMP PIT

PLAN

HINGE GRATING @ THIS POINT

UNION

GATE VALVE

CHECK VALVE

DUPLEX SUMP PUMP

6" CONCRETE BASE

PIPE SUPPORT

LOWEST DRAIN INLET

MINIMUM 36"

STRAINER ON 6" CONCRETE BLOCK

3/4" GALVANIZED METAL LADDER RUNGS AT 12" O/C

DUPLEX SUMP PUMP DETAIL
N.T.S.

Physical Plant Department
89 Freedman Crescent  Winnipeg, MB

DRAWING TITLE:  DUPLEX SUMP PUMP DETAIL

SHEET TITLE:  A & E STANDARDS

SCALE:  NTS  DRAWN BY:  E.V.

DATE:  AUGUST 2002  REQ. NO.:  C00000

DETAIL NO.:  15500-071  DWG. NO.:  D-***