NOTE:
CONCRETE AT ALL FLOOR
DRAINS TO BE 65mm (2 1/2")
THICK. ALL DIMENSIONS ARE
APPROX. AND TO BE FIELD
CHECKED. BUILT-UP AIR UNIT
IS APPROX. 3600mm (12'-0") DEEP

FILTER SECTION
COOLING COIL
HEATING COIL

38mm (1 1/2")
ACOUSTIC
INSULATION

16 GA. WALL

100mm (4")

HEAT EXCHANGER

3150mm (10'-6")
1200mm (4'-0")
1500mm (5'-0")

6050mm (20'-2") LONG

DEEP SEAL TRAP

BUILT-UP AIR UNIT FLOOR DETAIL

N.T.S.