COMMUNICATION OUTLET

N.T.S.

NOTES:
1. COMMUNICATION OUTLETS TO BE INSTALLED VERTICALLY AT 36° o/o A.F.F. TYPICALLY - ALL CABLE TERMINATIONS, COVERPLATES AND INSERTS TO BE SUPPLIED, INSTALLED, WIRED, CONNECTED AND TESTED BY ELECTRICAL CONTRACTOR UNLESS OTHERWISE NOTED.

2. ALL SURFACE MOUNTED COMMUNICATION OUTLETS TO BE 2 GANG DEEP WIREMOLD BOX # VC5744-2.