PUMPED DISCHARGE LINE
GATE VALVE
CHECK VALVE
UNION
SUMP PUMP
CHECKERPLATE STEEL COVER & FRAME C/W DROP HANDLES
DRAIN INLET
STRAINER
CONDUIT TO PUMP CONTROLLER
CONTROLLER ALARMS ARE CONNECTED TO D.C. PUMPS TO OPERATE ALTERNATIVELY ON LOWER LEVEL CONTROL
PUMP SECONDARY
ALARM
SUMP PIT BY OTHERS
PUMP INITIAL

DUPLEX SUMP PUMP DETAIL 2
N.T.S.

Physical Plant Department
89 Freedman Crescent  Winnipeg, MB

DRAWING TITLE:
DUPLEX SUMP PUMP DETAIL 2

SHEET TITLE:
A & E STANDARDS

UNIVERSITY OF MANITOBA

SCALE: NTS
DATE: OCTOBER 2004
DRAWN BY: E.V.

DETAIL NO.: 15400-013
DWG. NO.: D-***

REASON NO.: C00000