VERTICAL TYPE "B" FIRE DAMPER INSTALLATION DETAIL

N.T.S.

NOTES:
A. SLEEVE MAY BE SAME GAUGE AS DUCT WHEN "S" AND DRIVE CONNECTIONS ARE USED.
B. INSTALLATION TO CONFORM TO N.F.P.A. 90A AND AUTHORITY HAVING JURISDICTION.
C. WHERE ANGLES ARE ATTACHED TO SLEEVE A MIN. OF 2 FIXINGS ON EACH SIDE AT A MAX. OF 300mm (12") CENTRES MUST BE USED.
D. MAX. SIZE OF ULC LABELLED F.D.'S ARE:
   - MOUNTING
     - VERTICAL: 1500mm x 1200mm (60"x48")
     - ASSEMBLY: 3000mm x 1800mm (120"x72")

IF OPENING SIZE EXCEEDS ABOVE DIMENSIONS THEN DAMPER TO BE FITTED IN UNITS WITH MULLION BETWEEN.

JOINING OF MULTIPLE SECTIONS