GASOLINE STORAGE TANK DETAIL

NOTES:
1. VENT AND SUCTION LINES TO SLOPE @1.0% MIN TOWARD TANK.
2. CONCRETE SLAB SHALL HAVE A MIN DENSITY OF 2245 Kg/M³.
3. GASOLINE STORAGE TANK AND PIPING TO BE CONSTRUCTED AND INSTALLED IN ACCORDANCE WITH U.L.C. AND GASOLINE HANDLING ACT REGULATION 380 TO CURRENT AMMENDMENTS.

Physical Plant Department
89 Freedman Crescent Winnipeg, MB

DRAWING TITLE:
GASOLINE STORAGE TANK

SHEET TITLE:
A & E STANDARDS

SCALE: NTS
DATE: MAY 2002
DETAIL NO.: 15400-046
DGW. NO.: D-***

Physical Plant Department
89 Freedman Crescent Winnipeg, MB

DRAWING TITLE:
GASOLINE STORAGE TANK

SHEET TITLE:
A & E STANDARDS

SCALE: NTS
DATE: MAY 2002
DETAIL NO.: 15400-046
DGW. NO.: D-***