1. Shimwood blocking as required to compensate for roof slope.
2. 100mmx100mmx250mm (4"x4"x10") long pressure treated wood nailed together with 75mm (3") galvanized nails.
3. 50mmx250mmx450mm (2"x10"x18") long pressure treated wood.
4. Gas line steel pipe.
5. Wrought iron straps Grinnell Fig.2L2 (or equal) oversize (2 sizes) to allow for pipe movement. Paint piping with colour to gas authority requirements.
6. Stainless steel No.12 50mm (2") long wood screws.

GAS PIPE ROOF SUPPORT DETAIL
N.T.S.