HEAT PUMP INSTALLATION DETAIL
N.T.S.

32mmØ (1 1/4" Ø) CONDENSATE DRAIN
HEAT PUMP SUPPLY & RETURN
UNIT MANUFACTURER
HOSE KITS WITH ONE BALANCING VALVE WITH MEMORY STOP

PLAN

1200mm (48")

8mm (1/4") ROD
NEOPRENE IN SHEAR MOUNTING

MINIMUM CLEARANCE
U/S OF STRUCTURE

38mm (1 1/2") DEEP SEAL TRAP

ELEVATION

HEAT PUMP INSTALLATION DETAIL
N.T.S.

Physical Plant Department
89 Freedman Crescent Winnipeg, MB

DRAWING TITLE: HEAT PUMP INSTALLATION

A & E STANDARDS

SCALE: NTS DATE: MAY 2002 DETAIL NO.: C00000
DRAWN BY: E.V. REQ. NO.: 15800-025

D - ***

UNIVERSITY OF MANITOBA