STANDARD HYDRANT SETTING DETAIL
N.T.S.

HYDRANT

1000mm (40") MAX.

50mm (2") MIN. 150mm (6") MAX.

SET TO FINISHED GRADE

VALVE BOX

REFER TO DETAIL DRAWING D05010

50mm (2") STONE

CONCRETE THRUST BLOCKING

150mm (6") GATE VALVE

TEE

THRUSt BLOCKING

UNIVERSITY OF MANITOBA

Physical Plant Department
89 Freedman Crescent Winnipeg, MB

DRAWING TITLE:
STANDARD HYDRANT SETTING DETAIL

A & E STANDARDS

DRAWN BY:
E.V.

DATE:
JUNE 2002

SHEET TITLE:

SCALE:
NTS

DATE:
JUNE 2002

SHEET:

SCALE:
NTS

DATE:
JUNE 2002

DRAWN BY:
E.V.

DETAIL NO.:
C00000

DRAWING NO.:
15300-015

DWG. NO.:
D-***