Three Compartment Oil Interceptor Detail

NOTES:
1. All piping inside interceptors to be cast iron
2. Inlet to interceptor to be provided with a 150mm (6") water seal.
3. Covers to be gas tight and secured.
4. Tank to be watertight.

Physical Plant Department
89 Freedman Crescent  Winnipeg, MB

Drawing Title: THREE COMPARTMENT OIL INTERCEPTOR

Sheet Title: A & E STANDARDS

Scale: NTS
Date: JULY 2002
Project No.: 15400-057
Drawing No.: D-***

Physical Plant Department
89 Freedman Crescent  Winnipeg, MB

Drawing Title: THREE COMPARTMENT OIL INTERCEPTOR

Sheet Title: A & E STANDARDS

Scale: NTS
Date: JULY 2002
Project No.: 15400-057
Drawing No.: D-***

University of Manitoba