S/A FLOOR REGISTER C/W BALANCE DAMPER

G.I. COLLAR

FINISHED FLOOR

WEAK CONCRETE FILL

G.I. DUCT SLOPE AT 1% TO DRAIN

G.I. STRAPS ANCHORED TO PAD

150mm (6") CONCRETE PAD SLOPE AT 1%

UNDERSLAB SUPPLY AIR DUCT DETAIL
N.T.S.

Physical Plant Department
89 Freedman Crescent  Winnipeg, MB

DRAWING TITLE: UNDERSLAB SUPPLY AIR DUCT

SHEET TITLE: A & E STANDARDS

SCALE: NTS  DATE: JULY 2002  DETAIL NO.: 15800-052

DRAWN BY: E.V.  REQ. NO.: C00000  DWG. NO.: D-***